
CALIFORNIA REGIONAL WATER
SAN FRANCTSCO

oRDER No. 91--053
NPDES No. CAOOO4049

QUALITY CONTROL BOARD
BAY REGION

WASTE DISCHARGE REQUIREMENTS FOR:

PACIFIC GAS AND ELECTRIC COMPANY
MARTINEZ FACILITY
MARTINEZ, CONTRA COSTA COUNTY

The California Regional Water Quality Control Board, San Francisco
Bay Region, (hereinafter Board) finds that:
L. Pacific Gas and Electric Company, Mart,inez Power Plant

(hereinafter discharger) by application dated March 21, l-989
has applied for reissuance of waste discharge requirements and
a perrnit to discharge waste under the National Pollutant
Discharge Elimination System (NPDES). The permit which
expired on July 18, L989 has rernained in effect pursuant to
the dischargerts application for reissuance.

2. The discharger is currently not producing power at the subject
plant. However, the discharger presently discharges into
Suisun Bay via an unnamed stream at (Lat. 38 Lr OOtr, Long. L22
L5t 40rr) an est,imated annual average flow of 20,050 gallons
per day of treated wastewater.

3. The report of waste discharge describes the existing discharge
as follows: Wastes OO1 An estimated annual average flow
of 2OTOOO gallons a day of treated groundwater frorn the
basements due to seepage and an estimated seasonal average
flow of 50 gallons a day of treated stornwater runoff from
plant yard.

The wastewater from basement and the stormwater from plant
yard are collected in a sump and treated by means of rapid
sand filtration, sedimentation, and neutralization prior to
discharge to an unnamed stream tributary to Suisun Bay.

4. The U.S. Environmental Protection Agency (EPA) and the Board
have classified this discharge as a minor discharge.

5. Seasonal stormwater runoff from fuel dikes is discharged to
the drainage ditch tributary to the city sewer system and city
water for sanitary needs is also discharged into the city
sewer system.



6. The discharge is presently governed by Waste Discharge
Requirenents, Order No. 84-43, which allows discharge into
Suisun Bay.

7. The Board adopted a revised Water Quality Control Plan for the
San Francisco Bay Region (Basin Plan) in December L986. The
State Water Resources Control Board approved it in llay L987.
The Basin Plan consists of water guality objectives for the
Suisun Bay and contiguous waters.

8. The beneficial uses of Suisun Bay and contiguous water bodies
are:

o Water contact reereation
o Non-contact water recreation
o Navigation
o Industrial service supply
o Ocean commercial and sport fishing
o wildlife habitat
o Preservation of rare and endangered species
o Fish migration and spawning
o Estuarine habitat

9. Effluent linitation and toxic ef,fluent lirnits established
pursuant to Sections 301, 3O4, and 3o7 of the Clean Water Act
(CWA) and amendments thereto are applicable to the discharge.

L0. Effluent Iinitation guidelines reguiring the application of
best available t,echnology economically achievable (BAT) for
this point source category have not been promulgated by the
U.S. Environmental Protection Agency. Effluent limitations
of this Order are based on the Basin PIan, State Plans and
policies, current plant performance, and best engineering
judgrnent. The lirnitations are considered to be those
attainable by Bl\T, in the judgrment of the Board.

Ll-. The action to adopt an NPDES pernit is exempt from the
provisions of the California Environmental Quality Act (Public
Resources code Section 21000 et seg. ) , in accordance with
Section L3389 of the California Water Code.

L2. The Board has notified the discharger and interested agencies
and persons of its intent to prescribe waste discharge
reguirements for the proposed discharge and has provided them
with an opportunity for a public hearing and an opportunity
to subrnit their written views and recommendat,ions.



L3. The Board in a public meeting, heard and considered all
cornrnents pertaining to the discharge.

IT fS HEREBY ORDERED, that the Pacific Gas and Electric Company,
Martinez Facility, in order to meet the provisions contained in
Division 7 of the California Water Code and regulations adopted
thereunder, and the provisions of the Federal Water Pollution
Control Act and regiulations and guidelines adopted thereunder,
shall comply with the following:

A. Discharcre Prohibitions

1-. The discharge of process waste is prohibited.

2. The discharge of material spills to waters of the State
is prohibited. SpiIIs shall be prornptly cleaned up to
prevent mixing with subsequent stormwater runoff.

3. The discharge of cooling
prohibited.

B. Effluent Linitations

Constituent

Oil & crease

Total Suspended
Solids

Arsenic

Cadmium

Chromium (VI) *

Copper

Cyanide

Lead

water to waters of the State is

l-. During periods in which l{aste 00L is discharged, the
discharge of this vaste in excess of the following linits
is prohibited after March L, L992, except as provided in
Provision D-1.

3O-daY
Units Average

mg/L 1-o

mg/L 30

ug/L

ug/L

ug/L

!g/L

ug/L

ug/L

Maxirnurn Daily

20

l-00

2A

L0

1t

20

25

5.6

3



Effluent Limitations contrd.

Mercury ug/L

Nickel ag/L

Silver ug/L

ZLnc ug/L

t lbe discharger may neet tbLg ltntt

L

7.L

2.3

58

as total chrom:lum.

c.

2. The discharge of waste 001 shall not have a pH of less
than 6.5 nor greater than 8.5.

3. In any representative set of samples, the waste as
discharged shall meet the following limit of quality:

TOXICITY: The survival of three-spine stickleback and
fathead minnow or sand dab in a 95-hour
static bioassay shall achieve a median of
9OA survival and a 90 percentile value of
not less than 70t survival.

Receiving lilater Lirnitations

l-. The discharge of waste shall not cause the following
conditions to exist in waters of the State at any place.

a. Floating, suspended, or deposited macroscopic
particulate matter or foami

b. Bottom deposits or aguatic growths;

c. Alteration of temperature or apparent color beyond
present natural background levels;

d. Visible, floating, suspended, or deposited oil or
other products of petroleum origin;

e. Toxic or other deleterious substances to be present
in concentrations or guantities which will cause
deleterious effects on aguatic biota, wildlife, or
waterfoul, or which render any of these unfit for
human consumption either at levels created in the
receiving waters or as a result of biological
concentration.



2. The discharge of waste shall not cause the following
Iinits to be exceeded in waters of the State in any
place within one foot of the surface:

a. Dissolved oxygen

pH

c. Un-ionized
Aurmonia (as N)

7.o mg/L minimum - rnedLan
for any three consecutive
rnonths not less than 8Ot
saturation. When natural
factors cause lesser
concentration(s) than
specified above, then discharge
shall not cause further
reduction in the concentration
of dissolved oxygen.

Variation from natural ambient
pH by more than 0.5 pH units

o.025 mg/L Annual Median;
O.4 mg/I Maximum at any time.

b.

D.

3. The discharge shall not cause a violation of any
applicable water guality standards for receiving waters
adopted by the Board or the State Water Resources
Control Board as required by the Clean Water Act and
regulations adopted thereunder. If more stringent
applicable water quality standards are prourulgated or
approved pursuant to Sectl"on 303 of the Clean Water Act,
or anendments thereto, the Board will revise and modify
this Order in accordance with such standards.

Provisions

l-. The discharger shall perform a study to determine the
feasibility to meet Effluent tinitations B.1, except for
oil and greese and tot,al suspended solids which shall be
complied with inmediately, Upon complet,ion of the study
the discharger shall take the steps necessary to comply
with the effluent limitations of this order or cease the
discharge or docunent that an inordinate burden would be
placed on the discharger relative to beneficial uses
protected and that alternative effluent limitations or
nitigation measures wilt ensure the protection of
beneficial uses. These tasks shall be completed in
accordance with the following tirne schedule:



TASK

Subnit progress report of
proposed study

Complete study

Achieve compliance with all
effluent linitations 8.1 of
Order or submit documentation
for alternative lirnits. ltarch 1, L992

Neither the discharge nor its treatnent shall create
a nuisance or pollution as defined in Section 13050 of
the California Water Code.

The discharger shall comply with a Self-Monitoring
Program as adopted by the Regional Board, and as may
be amended by the Executive Officer.
The reguirements prescribed herein do not authorize the
corurrission of any act causing injury to property of
another, nor protect the discharger from his liabilities
under federal, state or local laws, nor guarantee the
discharger a capacity right in the receiving waters.

In the event of any change in control or ownership of
Iand or waste, the discharger shall notify the succeeding
ouner or operator of the existence of this Order by
Ietter, a copy of which shall be for:narded to this
office.
The discharger shall per-nit the Regional Board:

(a) Entry upon premises where an effluent source is
located or in which any required records are kept;

(b) Access at reasonable tines to copy any records
required to be kept under terns and conditions of
this Order;

(c) Sanpling at reasonable times of any discharge.

The discharger shall maintain in good working order and
operate as efficiently as possible any faeility or control
system installed by the discharger to achieve compliance
with the waste discharge requirements.

COI,TPLETION DATE

August L, 1991

November 1, L991

2.

3.

4.

5.

6.

7.



8. After notice and opportunity for a hearing, this order
may be nodified, suspended, or revoked, in whole or in
part, during its telm for cause including, but not linited
to, the following:
(a) Violation of any terms or conditions of this Order;

(b) Obtaining this order by misrepresentation or
failure to disclose fully all relevant facts;

(c) A temporary or pernanent reduction or elimination
of the authorized diechargei ott

(d) A change in character, Iocation or volume of
di-scharge.

This permit shall be modified or alternatively
revoked and reissued to cornply with any applicable
effluent standard or linitation issued or approved
under Sections 301(b) (2, (c), and (D), 303 304(b)
(2,, and 3O7(a) (21 of the Clean Water Act, if the
effluent standard or linitation so issued or
approved:

(a) Contains different conditions or is otherwise
more stringent than any effluent limitation in
the permit; or

(b) Controls any pollutant not limited in the
pernit.

9. All applications, reports, or infornation submitted to
the Regional Board shall be signed and certified
pursuant to Environmental Protection Agency (4OCFR
L22.4t K) .

L0. Pursuant to Environmental Protection Agency regulations
[40 CFR L22.42(al] the discharger must notify the Board
as soon as it knows or has reason to believe (1) that
they have begun or expect to begin, use or manufacture
of a pollutant not reported in the permit application,
or (2', a discharge of a toxic pollutant not linited by
this permit has occurredr or will occur, in
concentrations that exceed the specified lirnits.



L1-. The discharger shall review and update by November l- each
year its contingency plan as required by Board Resolution
No. 74-10. The discharge of pollutants in violation of
this order where the discharger has failed to develop
and/or implement a contigency plan will be basis for
considering such discharge a wilful and negligent
violation of this Order pursuant to section 13387 of the
California Water Code.

L2. The discharger shall comply with all provisions of this
order inmediately upon adoption, except as provided by
Provision D. 1-.

L3. The requirernents prescribed by this Order supersede the
reguirenents prescribed by Order No. 84-43. order No.
84-43 is hereby rescinded.

L4. This Order expires on April L7, 1996 and the
discharger must file a Report of Waste Discharge in
accordance nith Title 23, California Adninistrative
Code, not later than 180 days in advance of such data as
application for issuance of new waste discharge
requirements.

L5. The discharger shall comply with all itens of the attached
rrStandard Provi.sions, Reporting Requirements and
Definitionsrt dated Deeernber 1985.

l-6. ThiE Order shall serve as a National Pollutant Discharge
Elinination System permit pursuant to Section 402 of the
Federal Water Pollution Control Act or amendments
thereto, and shall take effect at the end of 10 days
from date of adoption provided the Regional
Adninistrator, Environmental Protection Agency, has no
Objeetions. ff the Adrninistrator objects to its
issuance, the pernit shall not become effective until
such objection is withdrawn.

I



I, Steven R. Ritchie, Executive officer do hereby certify that the
foregoing is a full, true and correct copy of an order adopted by
the California Regional Wat,er Quality Control Board, San Francisco
Bay Region on April L7, l-991-.

)li',, ,o ltt ,/ r

STEVEN R. RITCHIE
Executive Officer

Attachments:
Attachment rrArr ' FIow Schenatic
SeIf Monitoring Program
Standard Provisions & Reporting

Reguirements, December L986
Resolution 74-10
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CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGTON

SELF-I,IONITORING PROGRAM

FOR

PACIFIC GAS & ELECTRIC COI,TPANY
I,IARTINEZ FACILITY

MARTINEZ, CONTRA COSTA COITNTY

NPDES NO. CA0004049

oRDER NO. 91-053

SMP CONSISTS OF

PART A, dated December, L986

AND

PART B, Odered April L7, 1991



I.

PART B

DESCRIPTION OF SAMPLING STATIONS AND SCHEDULE OF
ANALYSES AND OBSERVATIONS

Sampling Statign Loeation/Description

EFFLUENT

Station

E-001

Station

E-001

Description

At any point in the waste stream
after the holding tank, prior to
discharge to Suisun Bay.

II. Monitorinq

The following shall constitute the nonitoring program:

Constituent Units

Oil & crease rrg/1

TotaI
Suspended
Solids rng/t

PH PH

96-hour I sur-
fish bio- vival
Arsenic ug/l
Cadmium ug/l
Chrorniurn (vI) ug/l
Copper ug/l
Cyanide u9/1

Tlpe of
Saurpling

grab

grab

grab

grab (1)

grab

grab

grab

qrab

grab

Minimum
Frequency
of Analyses

monthly

nonthly

rnonthly

2lyear

nonthly

monthly

monthly

monthly

rnonthly

2



Monitoring Program cont rd.

Lead

Nickel

Silver
Zinc

LEGEND

FREOUENCY OF ANALYSTS

Monthly =
2 /year =

Once each month
Twice yearly (once during wet weather season
and once during dry weather season)

ug/r

ug/ r
rtgl L

u9/1

grab

grab

grab

grab

nonthly

monthly

nonthly

monthly

FOOTNOTE

(1) The bioassay: The survival of three-spine stickleback
and fathead rninnolr or sand bad in a 96-hour
static bioassay shall achieve a median of
90t survival and a 90 percentile value of
not less than 70* survival.

IfI. Reporting

Self-Monitoring Reports shaLl be filed every third month by
the fifteenth day of the following month, unless no discharge
has occurred.

T, Steven R. Ritchie, Executive Officer, hereby certify that the
following Self-Monitoring Program:

l-. Has been developed in accordance with the procedure set forth
in this Regional Boardrs Resolution No. 73-L6 in order to
obtain data and document compliance with waste discharge
requirements established in Regional Board Order No. 91-053.

3



2.

3.

Is effective on the

May be reviewed at
upon writt,en notice
the discharger, and
Officer.

date shown below.

any tine subsequent to the effective date
from the Executive Officer or request from
revisions will be ordered by the Executive

i , ,.i
,.,"';].{.(t,t.<

STEVEN R. RITCHIE
Executive Officer

Effective Date: Aapril L7, 1991
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